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GENERAL NOTES
A REFER TO SHEET M-100 FOR INDEX, LEGEND AND ADDITIONAL GENERAL
NOTES.
(O NOTES
7
N @Y 1. EXISTING EXHAUST FAN TO REMAIN.
S 2. EXISTING DUCTWORK TO REMAIN.
. 3. EXISTING CONDENSING UNIT TO REMAIN.
N’ 4. EXISTING AIR HANDLING UNIT TO REMAIN.
f@ 5. EXISTING PIPE PENETRATION ROOF CURB TO REMAIN.
17 . -
7.
: f \ < * A
= ; : : RFAUS MRI CHILLER FURNISHED BY
N . | SIEMENS.
I | 9. 25" GLYCOL CHILLED WATER UP FROM SECOND FLOOR THRU EXISTING
( L | PIPING PENETRATION ROOF CURB. REFER TO SHEET M-102 FOR
e | CONTINUATION.
) (3) =E | 10. PROVIDE ALUMINUM JACKET ON ALL EXTERIOR PIPING AS SPECIFIED.
‘ 11. PROVIDE QUENCH VENT PER DETAIL ON SHEET M-106.
YAN 12. SHEAR WALL BEING PROVIDED UNDER VA PROJECT #539-328.
) —b 17 COORDINATE WITH COR.
N 13. COLUMN BEING PROVIDED UNDER VA PROJECT #539-328. COORDINATE
WITH COR.
7T 14. AIR HANDLING UNIT BEING PROVIDED UNDER VA PROJECT #539-328,
Ol | 1% G- COORDINATE WITH COR,
15. EMERGENCY EXHAUST DUCT UP FROM SECOND FLOOR. PROVIDE DUCT
PENETRATION ROOF CURB, REFER TO SHEET M-102 FOR
\ AN LA HAQN
16. MOUNT FAN ON WALL SO THE LOWEST PORTION IS AT APPROXIMATELY
) 2-0" ABOVE FINISHED ROOF. WALL PROVIDED UNDER VA PROJECT #539-
A\ 328. COORDINATE WITH COR.
. PROVIDE 24" HIGH ROOF EQUIPMENT SUPPORT CURB. REFER TO
FBEG PROVIDED UNDER VA PROJECT #539-15-102.
— COORDINATE WITH COR.
/ 19. PROVIDE ALUMINUM DUGTWORK.
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~ 1& | Ll’/-‘ —~ e - ) NOTE:  THIRD FLOOR IS CURRENTLY A ROOF.
; 25 gﬁ%ﬁg’ y ) VA PROJECT #539-328 (IN CONSTRUCTION) IS
g - = 2 — = ADDING FIFTH FLOOR AND TURNING THIRD FLOOR
8 2 j‘f‘ \ (o) INTO A TWO STORY MECHANICAL ROOM.
© STRUCTURE SHOULD BE INSTALLED PRIOR TO
44x26 \ CONSTRUCTION STARTING FOR THIS PROJECT.
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